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PRAD202301146 3040 1330 E Rosemeade 
Pkwy

PRC200025 - Building Framing-
Commercial

1900 David C. Garcia Partial Pass 1.westside roof soffit only

3012 PRC200028 - Electrical Rough 
Walls-Commercial

1500 David C. Garcia Partial Pass 1.restrooms only

3020 PRC200081 - Plumbing Top 
Out/Energy-Commercial

1701 Gregory Smith Passed

PRAD202302196 2020 1501 Mc Coy Pl PRC200080 - Plumbing 
Rough/Sewer/Yard Gas/Energy-
Residential

800 Gregory Smith Passed

PRAS202305612 3064 1106 W Russell Ave PRC200040 - Electrical 
Rough/Energy-Residential

1601 Angel Galvan Failed 1. Subpanel located in closet
2. Additional outlet required outside of building and by bathroom 
wall adjacent to closet

2020 PRC200080 - Plumbing 
Rough/Sewer/Yard Gas/Energy-
Residential

802 Gregory Smith Failed - Add Penalty Again, "Pictures of under slab work must be provided along with a 
signed Under Slab Backfill (found on our website, please read 
before submitting). Work must be on test." Re inspection fee will 
now be applied

PRBD201909534 3034 3721 Old Denton Rd PRC200031 - Hvac 
Rough/Insulation-Commercial

1200 David C. Garcia Passed

PRBD202101755 2010 1205 N Denton Dr PRC200116 - Underfloor Electrical 13101 Angel Galvan Partial Pass second half of east side pylon to pylon

PRBD202206221 1010 1455 W Moonrise Ave, 
Carrollton, Tx 75006

PRC200042 - Electrical Service 6700 Michael Serna Passed w/ Notes temporary meter base w/disconnect

1091 PRC200103 - Sign, 
Pier/Setback/Electrical Underground 
Ungr.

12107 Michael Serna Not Ready wrong inspection

PRDR202400724 1053 1515 Monetary Ln PRC200077 - Paving Onsite-
Commercial

9601 Angel Galvan Passed

PREL202400647 1009 W Rosemeade 
Pkwy

PRC200173 - Electrical Service-
Commercial

6800 David C. Garcia Passed w/ Notes 1.release sent

PREL202400777 3064 1106 W Russell Ave PRC200040 - Electrical 
Rough/Energy-Residential

1600 Angel Galvan Failed no electrician on site at 8 am

4062 PRC200041 - Electrical/Energy 
Final-Residential

3200 Angel Galvan Failed no electrician on site at 8 am

PREL202400933 1200 Ryan Ave PRC200041 - Electrical/Energy 
Final-Residential

3200 David C. Garcia Passed

1010 PRC200042 - Electrical Service 6700 David C. Garcia Passed
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PREL202400979 3064 1407 North Trail Dr PRC200040 - Electrical 
Rough/Energy-Residential

1600 Angel Galvan Passed

4062 PRC200041 - Electrical/Energy 
Final-Residential

3201 Angel Galvan Passed

2010 PRC200116 - Underfloor Electrical 13100 Angel Galvan Passed

PRFN202400714 1090 1407 North Trail Dr PRC200044 - Fence 6902 Hector Romero Failed Electrical inspection not completed.

PRFN202400974 1528 Brewster Dr PRC200044 - Fence 6900 Hector Romero Passed

PRMH202400442 4004 3825 Harrison Dr PRC200062 - Hvac/Energy Final-
Residential

3400 Hector Romero Failed HVAC Inspections are virtual. Please follow the guideline below 
and upload pictures of all that is applicable. 
HVAC: Photo/Video Inspection
Please follow;
1. Photo/Video Inspection Certification: 
https://www.cityofcarrollton.com/home/showdocument?id=26138
2. GUIDELINES FOR PHOTO/VIDEO INSPECTIONS FOR HVAC
Located on the City of Carrollton web site: 
https://www.cityofcarrollton.com/departments/departments-a-
f/building-inspection/my-development/inspection-services
Photo/Video Inspection Certification: filled out, signed and dated
The following pictures must be included if applicable to work:
1. Vent pipe from draft hood to ceiling or roof penetration
2. Air supply/make up air
3. Condensate; secondary pan, drain piping
4. Support/Strapping for unit and ductwork
5. Sealed duct and unit joints
6. Carbon monoxide detectors (installed)
7. Drip leg
8. Exterior line set insulation (UV & damage protection)
9. Locking caps on condenser
10. A general location picture of the water heater
11. Name plate on Condenser showing max amperage
12. Breaker at electrical panel feeding Condenser, showing 
amperage and labeling
13. Need photo of interior disconnect to verify connector at back 
of disconnect. 
14. Need photo of interior disconnect to verify wiring of surge 
protector if applicable. 
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PRMH202401023 3904 Waynoka Dr PRC200062 - Hvac/Energy Final-
Residential

3400 Hector Romero Passed

PRMH202401113 2916 Redwood Dr PRC200062 - Hvac/Energy Final-
Residential

3400 Hector Romero Passed

PRMH202401150 1421 Santa Fe Trl PRC200062 - Hvac/Energy Final-
Residential

3400 David C. Garcia Failed 1.bushing used at back of disconnect - NM cable connector 
required
2.need to phase(red tape) white cable @ line side

PROA202401093 4064 1417 Upfield Dr, Suite: 
104

PRC200076 - Occupancy 
Application: O.A.; 
Sign/Zoning/Construction Code Final

9500 Hector Romero Passed

PRPL202400456 1036 1802 Lakecrest Ct PRC200000 - Plumbing Work Final 13001 Gregory Smith Failed - Add Penalty Once again "Please submit pictures of the under slab plumbing 
work along with a signed Under Slab Backfill Letter (found on our 
website, please read before submitting)". Reinspection fee will 
now be applied.

PRPL202400548 4021 1209 St Tropez Dr PRC200122 - Water Heater Final 13600 Gregory Smith Passed

PRPL202400866 1036 2312 Highlands Creek Rd PRC200000 - Plumbing Work Final 13000 Gregory Smith Passed

1034 PRC200148 - Under Slab 
Excavation/Backfill Verification

9800 Gregory Smith Passed

PRPL202400954 1036 1520 Shonka Dr PRC200000 - Plumbing Work Final 13000 Gregory Smith Failed Our UnderSlab/Backfill Letter is required to be submitted when 
submitting under slab plumbing repair pictures and video. Visit our 
website to see what this should look like before submitting. 
Please read the instructions and submit for approval.

PRPL202401004 4021 2288 Bresee Dr PRC200122 - Water Heater Final 13601 Gregory Smith Passed

PRPL202401029 1036 1009 Jeanette Way PRC200000 - Plumbing Work Final 13000 Gregory Smith Failed Please submit a signed Virtual Inspection Cert form for final 
approval

PRPL202401104 4021 2009 Emory Oak Dr PRC200122 - Water Heater Final 13601 Gregory Smith Passed

PRPL202401120 1036 3808 Gillespie Dr PRC200000 - Plumbing Work Final 13001 Gregory Smith Passed

1034 PRC200148 - Under Slab 
Excavation/Backfill Verification

9800 Gregory Smith Passed

PRPL202401136 4021 1512 Estates Way PRC200122 - Water Heater Final 13601 Gregory Smith Failed Pictures of the work are required

PRPL202401139 1036 2729 Lakeridge Ln PRC200000 - Plumbing Work Final 13000 Gregory Smith Passed

1034 PRC200148 - Under Slab 
Excavation/Backfill Verification

9800 Gregory Smith Passed
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PRPL202401155 1036 1433 Mapleview Dr PRC200000 - Plumbing Work Final 13000 Gregory Smith Passed

1034 PRC200148 - Under Slab 
Excavation/Backfill Verification

9800 Gregory Smith Passed

PRPL202401166 1036 1916 E Branch Hollow Dr PRC200000 - Plumbing Work Final 13000 Gregory Smith Failed Under Slab Backfill Letter required (found on our website, please 
read before submitting) before approval of inspection.

PRRE202307593 1010 2207 Trinity Springs Dr PRC200042 - Electrical Service 6700 David C. Garcia Failed 1.contractor required on site not on site at 9:40 am

6010 PRC200106 - Solar System Final 12400 David C. Garcia Failed 1.contractor required on site not on site at 9:40 am

PRRE202400840 2134 Cannes Dr PRC200106 - Solar System Final 12400 Ray Hopkins Plan Change

PRRN202305006 4062 1407 North Trail Dr PRC200041 - Electrical/Energy 
Final-Residential

3200 Angel Galvan Failed 1. Kitchen receptacles near fridge not on
2. Panel schedule not labeled
3. Dishwasher/disposal not gfci protected

3021 PRC200056 - Gas Rough/Wrap/Test 2300 Gregory Smith Passed w/ Notes ok to restore

4004 PRC200062 - Hvac/Energy Final-
Residential

3400 Angel Galvan Failed 1. Condenser not installed 
2. Furnace flue pipe not installed

PRRN202305940 3011 2451 Old Denton Rd, 
Suite: 130

PRC200027 - Electrical Rough 
Ceiling-Commercial

1400 Angel Galvan Passed

3030 PRC200030 - Hvac Rough/Energy-
Commercial

1100 Angel Galvan Passed

3034 PRC200031 - Hvac 
Rough/Insulation-Commercial

1200 Angel Galvan Passed

PRRN202306104 4063 1607 E Peters Colony Rd PRC200023 - Building/Energy Final-
Residential

4400 David C. Garcia Passed

PRRN202307212 3020 1335 E Crosby Rd, Suite: 
100

PRC200081 - Plumbing Top 
Out/Energy-Commercial

1700 Gregory Smith Passed

PRRN202307213 2025 1335 E Crosby Rd, Suite: 
110

PRC200078 - Plumbing 
Rough/Setback/Energy-Commercial

700 Gregory Smith VOID Rough completed at same time building was renovated

3020 PRC200081 - Plumbing Top 
Out/Energy-Commercial

1700 Gregory Smith Passed

PRRN202400404 1901 2812 Elk Grove Rd PRC200094 - Pre-Pour/Foundation-
Residential

1000 Michael Serna Passed

PRRN202400619 3040 2550 E Trinity Mills Rd, 
Suite: 102

PRC200025 - Building Framing-
Commercial

1900 Michael Serna Failed All MEP roughs must be completed first
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3012 PRC200028 - Electrical Rough 
Walls-Commercial

1500 Michael Serna Failed electrician not on site, inspection not performed

2025 PRC200078 - Plumbing 
Rough/Setback/Energy-Commercial

700 Gregory Smith Failed Not on water test for inspection of rough drain piping

PRRN202400810 3040 1540 Champion Dr, 
Suite: 100

PRC200025 - Building Framing-
Commercial

1900 Ed Green VOID

3011 PRC200027 - Electrical Rough 
Ceiling-Commercial

1400 Ed Green VOID

3012 PRC200028 - Electrical Rough 
Walls-Commercial

1500 Ed Green VOID

4010 PRC200029 - Electrical/Energy 
Final-Commercial

3100 Ed Green VOID

3030 PRC200030 - Hvac Rough/Energy-
Commercial

1100 Ed Green VOID

3034 PRC200031 - Hvac 
Rough/Insulation-Commercial

1200 Ed Green VOID

4030 PRC200032 - Hvac/Energy Final-
Commercial

3300 Ed Green VOID

4020 PRC200033 - Plumbing/Energy 
Final-Commercial

2900 Ed Green VOID

2025 PRC200078 - Plumbing 
Rough/Setback/Energy-Commercial

700 Ed Green VOID

3020 PRC200081 - Plumbing Top 
Out/Energy-Commercial

1700 Ed Green VOID

PRSF202208652 3046 4309 Harvest Hill Rd PRC200177 - Brick Lintels 3599 Michael Serna Passed w/ Notes ok to proceed

PRSF202302884 4063 4713 Holland Ln PRC200023 - Building/Energy Final-
Residential

4400 Michael Serna Passed w/ Notes final release sent

PRSF202304991 4062 4732 Gentle Glen Dr PRC200041 - Electrical/Energy 
Final-Residential

3200 Michael Serna Passed w/ Notes release sent

PRSG202301034 2308 Marsh Ln PRC200178 - Real Estate Sign 
Annual

11100 Hector Romero Failed Permit for sign expired, remove sign or renew permit.

PRSG202400503 4041 2451 Old Denton Rd, 
Suite: 130

PRC200102 - Sign Final w/ Electrical 
(If Any)

12000 Hector Romero Passed

PRSG202400546 2626 N Josey Ln, Suite: 
107

PRC200102 - Sign Final w/ Electrical 
(If Any)

12000 Hector Romero Passed
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PRSG202401014 1085 3709 Old Denton Rd PRC200132 - Real Estate Sign Final 11100 Hector Romero Passed
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